EXTERNAL ELECTRICAL CONNECTIONS . ...,
HO-7-1237 AND HO-4-1234 899
OIL-FIRED HEATERS
WITH 20000 REMOTE CONTROL
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EXTENSION WIRE FURNISHED With THERMOCOUPLE (BLUE)
HEATER. OBSERVE THE COLOR CODE. (HOT AIR AND COTTON PIPE)
RUN IN SEPARATE CONDUIT FROM
POWER WIRES. SEVERAL T/C EXT.
WIRES MAY BE RUN IN THE SAME
CONDUIT.
REFER TO DIAGRAM CA13333 FOR EXTERNAL
ELECTRICAL CONNECTIONS FOR OPTIONAL
20050 DIAGNOSTIC MODULE AND HOT BOX
NOTE A: INSTALLING ELECTRICIAN IS TRASH GATE POSITION SENSOR.
RESPONSIBLE FOR CONNECTION OF A
NORMALLY OPEN' INTERLOCK (FURNISHED) REMOTE CONTROL REQUIRES A RECTANGULAR
TO THE HEATER FAN. MOUNTING CUTOUT 10 1/8 WIDE X 7 1/8 HIGH.
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